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1260 LEXINGTON DRIVE, WEST COLUMBIA, SC  29170

MIDLANDS TECHNICAL COLLEGE

P. O. BOX 2408, COLUMBIA, SC  29202
ARCHITECTURAL

DRAWING INDEX

ACADEMIC CENTER BATHROOM 

RENOVATIONS - AIRPORT CAMPUS

1070 SOUTH LAKE DRIVE

SUITE J

LEXINGTON, SC 29073

P: (803) 356-0507

FELKEL & HASTINGS MECHANICAL ENGINEERS

2725 CYPRESS STREET

COLUMBIA, SC  29205

P: (803) 771-0185

PLUMBING & MECHANICAL

ETI ENGINEERING, LLC

5725 BUSH RIVER ROAD

COLUMBIA, SC  29212

P: (803) 233-9396

ELECTRICAL

COMMON ABBREVIATIONS

TYPICAL SYMBOLS LEGEND

A ACOUS ACOUSTICAL
APC ACOUSTICAL PANEL CEILING
ADJ ADJACENT OR ADJUSTABLE
AFF ABOVE FINISHED FLOOR
AJC ARCH. JOINT COVER
AJSF ARCH. JOINT SYS., FLOORS
AJSG ARCH. JOINT SYS., GYPSUM WALLS, SOFFITS, ETC.
AJSM ARCH. JOINT SYS., MASONRY WALLS
ALT ALTERNATE
ALUM ALUMINUM
ARCH ARCHITECT, ARCHITECTURAL
ASSY ASSEMBLY
@ AT
AV AUDIO VISUAL
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01

01

02 02

01

01

02 02

APC-3 9'-0"

APC-3 9'-0"

EXISTING 
CORRIDOR 
CEILING TO 
REMAIN

APC-3 9'-0"

APC-3 9'-0"

EXISTING 
CORRIDOR 
CEILING TO 
REMAIN

APC-3 9'-0"

APC-3 9'-0"

EXISTING 
CORRIDOR 
CEILING TO 
REMAIN

1.  G.C. TO COORDINATE WITH MECHANICAL DRAWINGS FOR 
ABOVE CEILING WALL OPENINGS.

2. SEE CEILING TYPES LEGEND FOR ADDITIONAL CEILING 
INFORMATION.

3. CEILING SYSTEM TO BE DESIGNED FOR SEISMIC DESIGN 
CATEGORY "C".

CEILING TYPES LEGEND

CEILING SYMBOL LEGEND

WALL RATINGS LEGEND

GENERAL CEILING PLAN NOTES

2 HOUR RATED

SMOKE RATED

NEW 2'x2' ACOUSTICAL LAY-IN TILES IN 
NEW CEILING GRID SYSTEM (REFER TO 
CEILING TYPES LEGEND FOR CEILING 
TYPE)

5/8" GYPSUM BOARD AT INTERIOR 
LOCATIONS (USE MOISTURE & MOLD 
RESISTANT GYPSUM BOARD IN LOCKER 
ROOMS, SHOWERS, & SPRINKLER ROOMS)

EMERGENCY LIGHTS

2'x4' LED FIXTURE IN GRID

DOWN LIGHT FIXTURE

WALL MOUNTED DOWN LIGHT FIXTURE

P

CEILING MOUNTED OCCUPANCY SENSOR

CEILING MOUNTED STROBE SPEAKER

CEILING MOUNTED SMOKE DETECTOR

HVAC SUPPLY GRILLE

HVAC RETURN GRILLE or
EXHAUST FAN GRILLE

HVAC EXHAUST FAN

CEILING MOUNTED EXIT SIGN

WALL MOUNTED EXIT SIGN

1. THE GENERAL CONTRACTOR SHALL COORDINATE 
DEMOLITION OF ALL WORK TO ENSURE SYSTEM INTEGRITY IS 
MAINTAINED FOR STRUCTURAL, FIRE PROTECTION, BUILDING 
SECURITY, AND PROTECTION FROM WEATHER ELEMENTS.

2. THE GENERAL CONTRACTOR SHALL COORDINATE ALL 
DEMOLITION ACTIVITIES WITH THE MECHANICAL AND 
PLUMBING DRAWINGS.

3. WHERE WALLS DESIGNATED TO REMAIN ARE DAMAGED 
DUE TO CONSTRUCTION ACTIVITIES, THE GENERAL 
CONTRACTOR IS TO PATCH THE DAMAGED ARES PRIOR TO 
TO APPLICATION OF NEW WALL FINISHES AS DESCRIBED IN 
THE RENOVATION DRAWINGS.

4. THE PROJECT IS TO BE ACCOMPLISHED IN A PHASED 

CONSTRUCTION SEQUENCE. THE FIRST FLOOR TOILETS ARE 

TO BE DEMOLISHED AND RE-BUILT, AND PUT BACK INTO 

SERVICE, BEFORE DEMOLITION IS BEGUN ON THE SECOND 
FLOOR. THE SECOND FLOOR TOILETS ARE TO BE 

DEMOLISHED AND RE-BUILT, AND PUT BACK INTO SERVICE, 

BEFORE DEMOLITION IS BEGUN ON THE THIRD FLOOR.

5 WHERE CASEWORK, PIPING, EQUIPMENT, ETC. IS 
REMOVED, REPAIR AND REFACE THE WALL TO MATCH 
ADJACENT. PREPARE THE WALL TO RECEIVE NEW FINISH AS 
INDICATED IN THE FINISH SCHEDULE.

6. REPAIR ALL FLOORS DAMAGED BY DEMOLITION 
ACTIVITIES, LEVEL THE FLOOR WITH CEMENT 
UNDERLAYMENT AND PREPARE IT TO RECEIVE THE FLOOR 
FINISH INDICATED IN THE FINISH SCHEDULE.

GENERAL DEMOLITION NOTES

TOILET ACCESSORIES SCHEDULE
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M
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1/4" = 1'-0"1
FIRST FLOOR GROUP TOILET ENLARGED RENOVATION PLAN

1/4" = 1'-0"2
SECOND FLOOR GROUP TOILET ENLARGED RENOVATION PLAN

1/4" = 1'-0"3
THIRD FLOOR GROUP TOILET ENLARGED RENOVATION PLAN

1/4" = 1'-0"6
FIRST FLOOR GROUP TOILET ENLARGED DEMOLITION FLOOR PLAN

1/4" = 1'-0"4
SECOND FLOOR GROUP TOILET ENLARGED DEMOLITION FLOOR PLAN

1/4" = 1'-0"5
THIRD FLOOR GROUP TOILET ENLARGED DEMOLITION FLOOR PLAN

1/8" = 1'-0"8
PARTIAL SECOND FLOOR REFLECTED CEILING PLAN

1/8" = 1'-0"9
PARTIAL THIRD FLOOR REFLECTED CEILING PLAN

1/8" = 1'-0"7
PARTIAL FIRST FLOOR REFLECTD CEILING PLAN

TYPE DESCRIPTION

APC-3 2' x 2' LAY-IN ACOUSTIC PANEL CEILING, VINYL COATED

DEMOLITION KEYNOTES

NO. DESCRIPTION

01 REMOVE EXISTING CEILING AND CEILING
ITEMS, PLUMBING FIXTURES (CAREFULLY

REMOVE EXISTING SINKS AND SALVAGE FOR
RE-USE), PARTITIONS, ACCESSORIES,

CASEWORK AND COUNTERTOPS, FLOOR TILE,
AND WALL TILE AND SUBSTRATE, AND

PREPARE FOR NEW

02 REMOVE EXISTING WALL SHELVES AND
PREPARE OPENING TO BE INFILLED WITH

METAL STUDS AND TILE SUBSTRATE FLUSH
WITH SURROUNDING CONSTRUCTION

TOILET ACCESSORIES SCHEDULE

TYPE DESCRIPTION
PROV'D

BY NOTES
DCS DIAPER CHANGING STATION CPCI MOUNT SHELF

AT 28-34" A.F.F.

GB36 36" GRAB BAR CPCI SEE 1/A601

GB42 42" GRAB BAR CPCI SEE 1/A601

GBV 18" GRAB BAR - VERTICAL CPCI SEE 1/A601

MR36 18"x36" MIRROR CPCI SEE 3/A601

MR60 18"x60" MIRROR CPCI SEE 3/A601

PTD PAPER TOWEL DISPENSER OPOI SEE 3/A601

SD SOAP DISPENSER OPOI SEE 3/A601

TTD TOILET TISSUE DISPENSER OPOI SEE 1/A601



ROOM FINISH SCHEDULE NOTES:

1. SEE G102 FOR ARCHITECTURAL MATERIALS LEGEND & ABBREVIATIONS.
2. SEE THE PROJECT MANUAL FOR MATERIAL DEFINITIONS, PAINT TYPES, HIGH PERFORMANCE COATINGS, & ADDITIONAL 

COLOR INFORMATION NOT NOTED ON FINISH SCHEDULE.
3. SEE REFLECTED CEILING PLANS FOR ACTUAL CEILING HEIGHTS AND MATERIAL CONFIGURATIONS.
4. INSTALL A FLOOR TRANSITION MATERIAL AS INDICATED ON THE ROOM FINISH SCHEDULE & WHEREVER A FLOORING 

MATERIAL CHANGE OCCURS. REFER TO THE PROJECT MANUAL FOR FLOORING TRANSITION TYPES NOT CALLED OUT IN 
THE DRAWINGS.

5. WHERE APC IS NOTED FOR THE CEILING MATERIAL, THE MFR'S STANDARD FINISH SHALL REMAIN U.N.O.
6. CONTRACTOR TO ALLOW FOR UP TO 3 COLORS FOR PAINT THROUGHOUT THE PROJECT.
7. FOR ALL H.M. DOOR FRAMES, ALLOW FOR TWO COLORS PER FRAME.
8. THE PROJECT IS TO BE ACCOMPLISHED IN A PHASED CONSTRUCTION SEQUENCE. THE FIRST FLOOR TOILETS ARE TO 

BE DEMOLISHED AND RE-BUILT, AND PUT BACK INTO SERVICE, BEFORE DEMOLITION IS BEGUN ON THE SECOND 
FLOOR. THE SECOND FLOOR TOILETS ARE TO BE DEMOLISHED AND RE-BUILT, AND PUT BACK INTO SERVICE, 

BEFORE DEMOLITION IS BEGUN ON THE THIRD FLOOR.
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CTT

SA12
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 -

 1
0"

CTT

SA12

2'
 -

 1
0"

GENERAL CASEWORK NOTES:

1. CASEWORK MANUFACTURER TO VERIFY IN FIELD ALL DIMENSIONS PRIOR TO CABINET MANUFACTURE AND INSTALLATION.
2. G.C. TO COORDINATE WITH CASEWORK MANUFACTURER FOR INSTALLATION OF ALL FRAMED CASEWORK UNITS. MODEL 

NUMBERS ARE STANDARD AWI CASEWORK DESIGN SERIES (CDS) DESIGNATIONS.
3. G.C. TO PROVIDE ALL BLOCKING REQUIRED TO INSTALL WALL & BASE CABINETS. G.C. TO COORDINATE WITH CASEWORK 

MANUFACTURER FOR BLOCKING REQUIREMENTS.
4. UNLESS NOTED OTHERWISE, ALL BASE CABINETS ARE TO BE 24" DEEP UNITS.
5. UNLESS NOTED OTHERWISE, ALL CASEWORK TO BE H.P.L. FINISH U.N.O., AND ALL COUNTERTOPS TO BE SOLID SURFACE 

U.N.O.
6. PROVIDE A FINISHED END PANEL WHERE CASEWORK AND COUNTERTOPS DO NOT TERMINATE AT A CABINET OR SIDE 

WALL.
7. LOCATE ALL COUNTERTOP SEAMS OVER SUPPORTS.
8. SEE THE TOILET ACCESSORIES SCHEDULE FOR EQUIPMENT DESCRIPTIONS ON SHEET A401 FOR ALL EQUIPMENT NOTED 

ON CASEWORK ELEVATIONS.
9. UNLESS NOTED OTHERWISE, PROVIDE SIDE SPLASHES @ ALL SIDEWALL RETURNS.

FIRST FLOOR
0"

SOLID SURFACE COUNTER TOP

PLASTIC LAMINATE APRON

PLASTIC 
LAMINATE HINGED 
PRIVACY PANEL

2' - 1"

9"
 M
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.

27
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IN

.
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A

X
.

FIRST FLOOR ROOM FINISH SCHEDULE

ROOM FLOOR
FINISH

BASE
MATERIAL WALL FINISH NOTESNO. NAME

122 MEN CERAMIC
MOSAIC TILE

CERAMIC
WALL TILE

CERAMIC WALL
TILE

TILE ON ALL WALLS
FROM FLOOR TO CEILING

123 WOMEN CERAMIC
MOSAIC TILE

CERAMIC
WALL TILE

CERAMIC WALL
TILE

TILE ON ALL WALLS
FROM FLOOR TO CEILING
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THIRD FLOOR ROOM FINISH SCHEDULE

ROOM FLOOR
FINISH

BASE
MATERIAL WALL FINISH NOTESNO. NAME

348 MEN CERAMIC
MOSAIC TILE

CERAMIC
WALL TILE

CERAMIC WALL
TILE

TILE ON ALL WALLS
FROM FLOOR TO CEILING

349 WOMEN CERAMIC
MOSAIC TILE

CERAMIC
WALL TILE

CERAMIC WALL
TILE

TILE ON ALL WALLS
FROM FLOOR TO CEILING

1/2" = 1'-0"1
ADA TOILET COMPARTMENT EQUIPMENT MOUNTING HEIGHTS

1/2" = 1'-0"2
URINAL PARTITION MOUNTING HEIGHTS

1/2" = 1'-0"3
TOILET ACCESSORY MOUNTING HEIGHTS

1/4" = 1'-0"4
FIRST FLOOR WOMENS TOILET STALL ELEVATION

1/4" = 1'-0"5
FIRST FLOOR WOMENS TOILET SINK ELEVATION

1/4" = 1'-0"7
FIRST FLOOR MENS TOILET STALL ELEVATION

1/4" = 1'-0"8
FIRST FLOOR MENS TOILET SINK ELEVATION

1/4" = 1'-0"9
SECOND AND THIRD FLOOR WOMENS TOILET STALL ELEVATION

1/4" = 1'-0"10
SECOND AND THIRD FLOOR WOMENS TOILET SINK ELEVATION

1/4" = 1'-0"11
SECOND AND THIRD FLOOR MENS TOILET STALL ELEVATION

1/4" = 1'-0"12
SECOND AND THIRD FLOOR MENS TOILET SINK ELEVATION

CASEWORK SCHEDULE

TYPE DESCRIPTION WIDTH DEPTH HEIGHT MODEL # NOTES

CTT SOLID SURFACE TOILET
COUNTERTOP

2'-1" 2'-10"

SA10 10' LONG ADA PLASTIC
LAMINATE CLAD SINK APRON

10'-5 3/4" 2'-0" 2'-9 1/4" CUSTOM WITH HINGED PANELS AS
REQUIRED FOR PLUMBING ACCESS

SA12 12' LONG ADA PLASTIC
LAMINATE CLAD SINK APRON

11'-10 3/4" 2'-0" 2'-9 1/4" CUSTOM WITH HINGED PANELS AS
REQUIRED FOR PLUMBING ACCESS

SECOND FLOOR ROOM FINISH SCHEDULE

ROOM FLOOR
FINISH

BASE
MATERIAL WALL FINISH NOTESNO. NAME

223 MEN CERAMIC
MOSAIC TILE

CERAMIC
WALL TILE

CERAMIC WALL
TILE

TILE ON ALL WALLS
FROM FLOOR TO CEILING

224 WOMEN CERAMIC
MOSAIC TILE

CERAMIC
WALL TILE

CERAMIC WALL
TILE

TILE ON ALL WALLS
FROM FLOOR TO CEILING

1" = 1'-0"6
SINK APRON DETAIL



SYMBOL

WATER CLOSET  - ADA REQUIREMENTS

FIXTURE

P-1

WASTE

CONNECTIONS

CW HW
SPECIFICATIONS

4"1"

P-2

P-3

URINAL

DROP-IN LAVATORY

3/4"

1/2" 1/2"

2"

1-1/4"

KOHLER MODEL K-4325, WALL HUNG, ELONGATED, WHITE, TOP SPUD, MODEL K-7535 TRI-POINT EXPOSED HYBRID 1.6 GPF FLUSH VALVE, MODEL K-4666-SC
OPEN FRONT SEAT.  REPLACE WALL FLANGE BOLTS, NUTS, AND GASKET WITH NEW.

KOHLER MODEL K-4991-ET, WALL-HUNG, HIGH-EFFICIENCY, WHITE, TOP SPUD, MODEL K-7546 TRI-POINT EXPOSED HYBRID 0.125 GPF FLUSH FLUSH VALVE.
MODIFY EXISTING PLUMBING WITHIN WALL FOR ONE URINAL TO COMPLY WITH ADA STANDARDS, SEE ARCHITECTURAL PLANS FOR WHICH URINAL.

KOHLER MODEL K-2699-4, DROP-IN, VITREOUS CHINA, WHITE, 3-HOLE DRILLING, RE-USE EXISTING FAUCET AND ADD NEW OF SAME MFGR & MODEL OF EXISTING,
APOLLO MODEL MVDBR-LF "MINI" MIXING VALVE, K-7129-A DRAIN, CHROME PLATED. EBC TA140 Z L18 DBF P-TRAP, IK TRAP INSULATOR. EBC VAH26K HEAVY
DUTY STOP VALVES WITH SUPPLIES ON ADDED LAVATORIES.

1. CONTRACTOR SHALL REMOVE WALL-HUNG WATER CLOSET. FLUSH VALVE,
BOLTS, AND COUPLING.  CAP WATER LINE IN WALL.

2. CONTRACTOR SHALL ADJUST LOCATION OF CARRIER & WATER LINE SO
THAT WATER CLOSET IS 18" OFF NEAREST FINISHED SIDE WALL.  INSTALL
NEW WATER CLOSET, FLUSH VALVE, AND SEAT FOR COMPLETE ADA
APPROVED WATER CLOSET.

3. CONTRACTOR SHALL DEMOLISH EXISTING URINAL AND MODIFY EXISTING
SANITARY SEWER AS REQUIRED TO INSTALL NEW CARRIER & WATER LINE TO
FLUSH VALVE AND INSTALL WALL-HUNG CLOSET COMPLETE.

4. PLUMBING CONTRACTOR SHALL REMOVE EXISTING URINAL, MODIFY
EXISTING WATER AND WASTE PIPING WITHIN THE WALL AS REQUIRED TO
LOWER THE NEW URINAL TO 17" ABOVE FINISHED FLOOR. GENERAL
CONTRACTOR SHALL PATCH WALL AS REQUIRED.

5. PLUMBING CONTRACTOR SHALL REMOVE EXISTING URINAL, MODIFY
EXISTING WATER AND WASTE PIPING WITHIN THE WALL AS REQUIRED TO
LOWER THE NEW URINAL TO 24" ABOVE FINISHED FLOOR. GENERAL
CONTRACTOR SHALL PATCH WALL AS REQUIRED.

6. CONTRACTOR SHALL REMOVE LAVATORY, TRAP, AND SUPPLIES. INSTALL
ALL NEW FITTINGS ON WATER AND WASTE AS REQUIRED TO TIE BACK INTO
EXISTING WASTE CONNECTION TO NEW LAVATORY AND FAUCET.

7. CONTRACTOR SHALL REMOVE LAVATORY, TRAP, AND SUPPLIES. INSTALL
ALL NEW SANITARY TEE FITTING TO SERVE TWO LAVATORIES. MODIFY
EXISTING HOT AND COLD WATER LINES FOR ADDED LAVATORY.  INSTALL
NEW LAVATORIES COMPLETE.

8. CONTRACTOR SHALL INSTALL NEW LAVATORY AND RE-USE EXISTING
FAUCET.  WHERE LAVATORY HAVE BEEN ADDED, PLUMBER SHALL FURNISH
NEW LAVATORY, FAUCET, NEW INSULATED P-TRAP, SUPPLIES AND WIRING
TO EXISTING TRANSFORMER.

9. EXPOSED FLOOR DRAIN COVER SHALL BE POLISHED WITH STEEL WOOL.

10. PLUMBING CONTRACTOR SHALL REMOVE EXISTING WATER CLOSET AND
REPLACE WITH NEW SEAL, BOLTS, WATER CLOSET, SEAT AND FLUSH VALVE.
REPAIR/CARRIER AS NEEDED.
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LAVATORY

CW SUPPLY

HW TEMP SET TO 105° F.
MAXIMUM.

INSTALL APOLLO MODEL
MVDBR-LF "MINI" MIXING VALVE
UNDER LAVATORY.

HW SUPPLY

TO FIXTURE

SUPPLY RISER

FIXTURE

VENT VENT

SIOUX CHIEF MODEL 652-AS
"HYDRA-RESTER" WATER HAMMER
ARRESTOR OR APPROVED EQUAL.

SANITARY TAPPED
TEE

LONG TURN 1/4 BEND

SANITARY TAPPED
CROSS

FIXTURES SIDE
BY SIDE

LONG TURN 1/4
BEND

DASHED LINE INDICATE FIXTURE
BEING REMOVED, TYPICAL.

CARRIER APPEARS TO BE BROKEN, REPAIR OR
REPLACE AS REQUIRED.

1.01 SCOPE:
These specifications together with the accompanying plumbing drawings are intended to provide complete plumbing installation for the
new building and shall include all labor, equipment and materials.

1.02 GENERAL:
All work shall be performed by skilled and capable workmen under competent supervision, employing latest and best practices of the
trade.  Work shall be installed according to the adopted local plumbing code, and shall meet with plumbing inspector's approval in
every respect.  Local code shall apply where such code exceeds requirements of this specification.  In absence of code or authorities,
install all work according to the 2018 International Plumbing Code.

Plumbing contractor shall obtain all permits and licenses, at his own expense, and shall pay all service charges required for
prosecution of this work.

Plumbing drawings are diagrammatic only, and do not show all offsets, fittings, etc.  coordinate work with other trades, furnishing and
installing all fittings, offsets, etc., required at no additional cost to owner.

2.01 MATERIALS:
· Soil, waste & vent piping: Cast iron with four band no-hub connections.
· Water piping: type 'K' below floor slab type 'L' copper above slab.
· Pipe insulation Owens Corning ASJ-25 with jacket or Armaflex closed cell with glued joints.

2.02 PIPE HANGERS AND SUPPORTS:
Piping shall be installed without undue stress or strain on joints and equipment. Hangers shall be securely anchored to building
structure. Pipe hangers shall be installed around the insulation where pipes are insulated. Install hanger with sheet metal saddles to
protect the pipe insulation to keep the insulation from crushing.

Makeshift, field devised methods of plumbing pipe support, such as with the use of scrap framing materials, are not allowed. Support and
positioning of piping shall be by means of engineered methods that comply with iapmo ps 42-96.  These shall be hubbard
enterprises/holdrite support systems or engineer-approved equivalent.

2.03 FIXTURES:
All fixtures shall be new, first quality, and free from defects. fixtures shall be furnished complete with supply pipes, stop valves,
traps, faucets, escutcheons, hangers, supports, etc.  all exposed piping shall be chrome plated.

Where fixtures are installed in contact with walls or floors, seal the spaces at the outer edges of fixtures in contact with walls or
floors using a non-hardening bathtub caulk, "silastic" by dow-corning, or approved equal.

All wall mounted fixtures shall be either mounted on heavy duty concealed carriers, heavy duty wall mounting brackets with thru wall
bolts and back plates, or heavy duty brackets mounted directly to concrete-filled block work with structural fasteners of the
"red-head" type fastened into the concrete fill.  standard light-weight pressed steel mounting brackets with screws and ordinary
shields into the surface of the block will not be acceptable.

3.01 CLEANING, PAINTING, AND ADJUSTING:
At the completion of the work, all parts of the installation shall be thoroughly cleaned. all equipment, pipe, valves, and fittings
shall be cleaned of all grease, metal cuttings, and sludge which may have accumulated by operation of the system for testing. Any
stoppage, discoloration, or other damage to parts of the building, its finish or furnishings, due to the contractor's failure to properly
clean the piping system, shall be repaired by the plumbing contractor without cost to the owner. All flush valves and other parts of
the system shall be adjusted for quiet and proper operation.

Fixtures shall be tested for soundness, stability of support, and satisfactory operation of all component parts.

3.02 INSTRUCTION BOOKLETS:
Contractor shall furnish the owner two complete sets of instruction booklets regarding the operation and maintenance of all plumbing
items of equipment installed under this contract.  Booklets shall include a complete parts list and technical data, including
preventative maintenance instructions for all items of equipment.

Each set of instruction booklets shall be neatly bound into a single unit and presented to the owner prior to final acceptance of the
job.

3.03 GUARANTEES AND WARRANTIES:
Contractor shall service and maintain all equipment installed by him under this contract for a like period of 12 months from the date
the certificate of substantial completion is issued, performing all required seasonal maintenance.

contractor shall guarantee mechanical systems as installed by him to operate quietly, safely, and efficiently.
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1. CONTRACTOR SHALL REMOVE WALL-HUNG WATER CLOSET. FLUSH VALVE,
BOLTS, AND COUPLING.  CAP WATER LINE IN WALL.

2. CONTRACTOR SHALL ADJUST LOCATION OF CARRIER & WATER LINE SO
THAT WATER CLOSET IS 18" OFF NEAREST FINISHED SIDE WALL.  INSTALL
NEW WATER CLOSET, FLUSH VALVE, AND SEAT FOR COMPLETE ADA
APPROVED WATER CLOSET.

3. CONTRACTOR SHALL DEMOLISH EXISTING URINAL AND MODIFY EXISTING
SANITARY SEWER AS REQUIRED TO INSTALL NEW CARRIER & WATER LINE TO
FLUSH VALVE AND INSTALL WALL-HUNG CLOSET COMPLETE.

4. PLUMBING CONTRACTOR SHALL REMOVE EXISTING URINAL, MODIFY
EXISTING WATER AND WASTE PIPING WITHIN THE WALL AS REQUIRED TO
LOWER THE NEW URINAL TO 17" ABOVE FINISHED FLOOR. GENERAL
CONTRACTOR SHALL PATCH WALL AS REQUIRED.

5. PLUMBING CONTRACTOR SHALL REMOVE EXISTING URINAL, MODIFY
EXISTING WATER AND WASTE PIPING WITHIN THE WALL AS REQUIRED TO
LOWER THE NEW URINAL TO 24" ABOVE FINISHED FLOOR. GENERAL
CONTRACTOR SHALL PATCH WALL AS REQUIRED.

6. CONTRACTOR SHALL REMOVE LAVATORY, TRAP, AND SUPPLIES. INSTALL
ALL NEW FITTINGS ON WATER AND WASTE AS REQUIRED TO TIE BACK INTO
EXISTING WASTE CONNECTION TO NEW LAVATORY AND FAUCET.

7. CONTRACTOR SHALL REMOVE LAVATORY, TRAP, AND SUPPLIES. INSTALL
ALL NEW SANITARY TEE FITTING TO SERVE TWO LAVATORIES. MODIFY
EXISTING HOT AND COLD WATER LINES FOR ADDED LAVATORY.  INSTALL
NEW LAVATORIES COMPLETE.

8. CONTRACTOR SHALL INSTALL NEW LAVATORY AND RE-USE EXISTING
FAUCET.  WHERE LAVATORY HAVE BEEN ADDED, PLUMBER SHALL FURNISH
NEW LAVATORY, FAUCET, NEW INSULATED P-TRAP, SUPPLIES AND WIRING
TO EXISTING TRANSFORMER.

9. EXPOSED FLOOR DRAIN COVER SHALL BE POLISHED WITH STEEL WOOL.

10. PLUMBING CONTRACTOR SHALL REMOVE EXISTING WATER CLOSET AND
REPLACE WITH NEW SEAL, BOLTS, WATER CLOSET, SEAT AND FLUSH VALVE.
REPAIR/CARRIER AS NEEDED.
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